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TECHNICAL SERVICE BULLETIN  

TB09-117R  

TO:  RESIDENTIAL DISTRIBUTORS 
FROM:   TECHNICAL SERVICE DEPARTMENT   
DATE:  APRIL 22, 2009 
RE:  MODULATING GAS FURNACE PRESSURE SWITCH CHANGES   

To enhance the performance of the Modulating gas furnace (*G7MQ-*GC2MQ) the 
following changes have been made to the inducer pressure switch. 

 

If the furnace is installed and you are not having issues with the inducer pressure 
switch you do not have to make any changes to the furnace. If you are having issues 
with making the pressure switch and have eliminated all other possible causes of 
pressure switch failure, replace with one of the switches listed below.  

PART NO.  SETTING MODEL 

632594 0.40/0.20 MQ060 
632594 0.40/0.20 MQ080 
632594 0.40/0.20 MQ100 
632562 0.65/0.20 MQ120 

 

The pressure switch connected to the front header is not affected.    

If you have any questions please call Nordyne Technical Service Department at 1-800-
422-4328 ext. 2.  
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