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TECHNICAL SERVICE BULLETIN  

TB09-110R  

TO:  RESIDENTIAL DISTRIBUTORS 
FROM:   TECHNICAL SERVICE DEPARTMENT   
DATE:  March 03, 2009 
RE:  Replacing Limits in the Furnace  

Care must be taken when removing and reinstalling the main air limit from the furnace, 
if not you could damage or crack limit.  

Insure that you have the proper ¼" nut driver when removing the screws that secure 
the limit to the heat exchanger panel. If not, it is possible that if you use the incorrect 
size nut driver or drill bit, that you can damage or break the limit when installing or 
removing the limit.  

  

If you have any questions please call Nordyne Technical Service Department at 1-800-
422-4328 ext. 2.  
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