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TECHNICAL SERVICE BULLETIN  

TB09-120R  

TO:  RESIDENTIAL AND MAYTAG DISTRIBUTORS 
FROM:   TECHNICAL SERVICE DEPARTMENT   
DATE: MAY 11,2009 
RE:  *G7/*GC2 blower limit change  

Nordyne is pleased to announce that all blower limit switches on all *G7 and *GC2 
furnace models have changed from manual reset to automatic reset (626581 130°F).  
This change was put into production late April, 2009.   All B, C, and D cabinet downflow 
furnaces will also have an automatic reset limit on the blower deck.    

This improvement was made to avoid nuisance tripping in the field due to power outages 
during the heat cycle.  It is not necessary to change limits in previous furnaces.   

If you have any questions please call Nordyne Technical Service Department at 1-800-

             

422-4328 ext. 2.   

NORDYNE  
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